IB Roof Systems Specification Manual

VENTED
WALL

METAL COPING WITH WATER TIGHT JOINT

TREATED WOOD NAILER

GROMMETED FASTENER 24” O.C.
CONTINUOUS METAL CLEAT (SEE NOTE #2)
BUG SCREEN

IB WATER STOP
GROMMETED FASTENER 12” O.C.

METAL COUNTER FLASHING

IB VERTIBOND ADHESIVE
IB SINGLE-PLY MEMBRANE

IB FASTENER AND PLATE
INSULATION*

HOT AIR WELD
IB SINGLE-PLY MEMBRANE

IB ADHESIVE

SUBSTRATE

Notes: 1. Insulation must be securely fastened. See detail # FA-3, FA-3A or FA-3B for fastening patterns.

2. Continuous metal cleat is required to be fastened according to FM Loss Prevention Data Sheet 1-49.

* GLASS-FACED POLY ISO INSULATION IS OPTIONAL AND MAY NOT BE REQUIRED ON EVERY PROJECT. IF INSULATION IS
NOT REQUIRED. THE MEMBRANE MUST BE ADHERED TO AN APPROVED SURFACE.
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