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* �insulation is optional and may not be required on every project. if insulation is not required or it does 
not have a glass or foil facer, an ib approved separation sheet must be used.
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ib single-ply membrane
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hot air weld

ib fastener and plate

continuous metal cleat (see note #2) 

treated wood nailer
grommeted fastener 24” o.c. 

ib fastener and plate 12” o.c.

Notes: �1. Walls over 18” tall must be mechanically attached or fully adhered.

2. Continuous metal cleat is required to be fastened according to FM Loss Prevention Data Sheet 1-49.
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