IB Roof Systems Specification Manual
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Notes: 1. Drain applications must have a pressure seal with a clamp ring and IB Water Stop.

2. Drain bowl and rings, must be asphalt free and all bolts must be present.

3. Reinforced membrane only.
4. Apply 1 tube of IB Water Stop per drain.
5. No seams are permitted to run through the drain.

* INSULATION IS OPTIONAL AND MAY NOT BE REQUIRED ON EVERY PROJECT. IF INSULATION IS NOT REQUIRED OR IT DOES

NOT HAVE A GLASS OR FOIL FACER, AN IB APPROVED SEPARATION SHEET MUST BE USED.
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